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section that are east of the Rocky
Mountain Front, and that are not in
areas of known seismic activity, a
standardized design earthquake (DE)
described by an appropriate response
spectrum anchored at 0.25 g may be
used. Alternatively, a site-specific DE
may be determined by using the cri-
teria and level of investigations re-
quired by appendix A of part 100 of this
chapter.

(b) West of the Rocky Mountain
Front (west of approximately 104° west
longitude), and in other areas of known
potential seismic activity, seismicity
will be evaluated by the techniques of
appendix A of part 100 of this chapter.
Sites that lie within the range of
strong near-field ground motion from
historical earthquakes on large capable
faults should be avoided.

(c) Sites other than bedrock sites
must be evaluated for their Ilique-
faction potential or other soil insta-
bility due to vibratory ground motion.

(d) Site-specific investigations and
laboratory analyses must show that
soil conditions are adequate for the
proposed foundation loading.

(e) In an evaluation of alternative
sites, those which require a minimum
of engineered provisions to correct site
deficiencies are preferred. Sites with
unstable geologic characteristics
should be avoided.

(f) The design earthquake (DE) for
use in the design of structures must be
determined as follows:

(1) For sites that have been evaluated
under the criteria of appendix A of 10
CFR part 100, the DE must be equiva-
lent to the safe shutdown earthquake
(SSE) for a nuclear power plant.

(2) Regardless of the results of the in-
vestigations anywhere in the conti-
nental U.S., the DE must have a value
for the horizontal ground motion of no
less than 0.10 g with the appropriate re-
sponse spectrum.

§72.104 Criteria for radioactive mate-
rials in effluents and direct radi-
ation from an ISFSI or MRS.

(a) During normal operations and an-
ticipated occurrences, the annual dose
equivalent to any real individual who
is located beyond the controlled area
must not exceed 0.256 mSv (26 mrem) to
the whole body, 0.75 mSv (75 mrem) to

§72.106

the thyroid and 0.256 mSv (256 mrem) to
any other critical organ as a result of
exposure to:

(1) Planned discharges of radioactive
materials, radon and its decay products
excepted, to the general environment,

(2) Direct radiation from ISFSI or
MRS operations, and

(3) Any other radiation from uranium
fuel cycle operations within the region.

(b) Operational restrictions must be
established to meet as low as is reason-
ably achievable objectives for radio-
active materials in effluents and direct
radiation levels associated with ISFSI
or MRS operations.

(c) Operational limits must be estab-
lished for radioactive materials in
effluents and direct radiation levels as-
sociated with ISFSI or MRS operations
to meet the limits given in paragraph
(a) of this section.

[63 FR 316568, Aug. 19, 1988, as amended at 63
FR 54562, Oct. 13, 1998]

§72.106 Controlled area of an ISFSI or
M

(a) For each ISFSI or MRS site, a
controlled area must be established.

(b) Any individual located on or be-
yond the nearest boundary of the con-
trolled area may not receive from any
design basis accident the more limiting
of a total effective dose equivalent of
0.05 Sv (b rem), or the sum of the deep-
dose equivalent and the committed
dose equivalent to any individual organ
or tissue (other than the lens of the
eye) of 0.5 Sv (b0 rem). The lens dose
equivalent may not exceed 0.15 Sv (15
rem) and the shallow dose equivalent
to skin or any extremity may not ex-
ceed 0.5 Sv (60 rem). The minimum dis-
tance from the spent fuel, high-level
radioactive waste, or reactor-related
GTCC waste handling and storage fa-
cilities to the nearest boundary of the
controlled area must be at least 100
meters.

(c) The controlled area may be tra-
versed by a highway, railroad or water-
way, so long as appropriate and effec-
tive arrangements are made to control
traffic and to protect public health and
safety.

[63 FR 31658, Aug. 19, 1988, as amended at 63
FR 54562, Oct. 13, 1998; 66 FR 51842, Oct. 11,
2001]

367



		Superintendent of Documents
	2014-12-12T11:15:31-0500
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




